





Application software AMUN 716

Amun 716 has objects for the physical values. ™ o Physical value €O2 Value 2Byte
There are three thresholds for CO, and relative e Physical value Rel. humidity value 1Byte
humidity. There is one temperature threshold. ™ 2 Physical value Temperature value 2Byte
iy Switch Treshold 1 CO2 16t
30 group addresses ™ s Switch Treshold 2 CO2 16t
30 possible associations e Switch Treshold 3 CO2 16t
* 25 objects iy I Value for ventiation-actustor Ventiiation €02 18yte
5 T Scene Cortrol Scenes €02 1Byte
w13 Swich Threshold 1 humidity 18t
e T Switch Threshold 2 hurmiity 18t
my T Swich Threshold 3 humicity 18t
w19 Value for ventiistion-actustor Wentilation rel. humicity 1Byte
™ = Scene Cortrl Scenes rel. humicity 18yte
™ Swich Temperature threshold 181

CO, thresholds

3 thresholds are available for the carbon dioxide
concentration. Each threshold can be set between
500 and 2550 ppm.

One hysteresis can be set for each threshold.
Advantage:

Easy setting of thresholds.
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CO, threshold 1

The telegram type can be set for each threshold.
Switching: 1-bit telegram

Priority: 2-bit telegram

Value: 1-byte telegram

 Some objects for exceeding and not reaching
the threshold.
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Application software AMUN 716

Humidity thresholds

3 thresholds are available for the relative humidity.
Each threshold can be set between.

0 and 100 %. One hysteresis can be set for each
threshold.

Advantage:

Easy setting of thresholds.

Humidity thresholds 1

The telegram type can be set for each threshold.
Switching: 1-bit telegram

Priority: 2-bit telegram

Value: 1-byte telegram

 Some objects for exceeding and not reaching
the threshold.

Temperature threshold
The temperature threshold can be set between
0and 40 C°.

 Some objects for exceeding and not reaching
the threshold.

Messuedvaes | TheshodCO2 | Tieshod 1002 |  Tweshod2002 | Treshod 3002
Temperature thieshold
Theshod Zhumidly | Thieshold Shumidity | Venblonhumidly | Scenes humidity
VertlionCO2 |  ScenesCOZ | Thresholds humidity | Theeshold 1 husridiy
I Conditions for theesholds | Thieshold 1 < Thieshold 2 ¢ Thieshold 3
Threshold 1 relative humidity (in%) [#5
Hysteresis [z =]
Threshold 2 relative humidity (in) [55
Hysteresis [1= K|
Threshold 3 relative humidity (inX) [0
Hysteresis
2
3
5
7
0%
[0k ] concel |  petaur | Info | LowAccess | Help |
Measuwed vaes |  ThieshadCD2 |  Tieshold1C02 |  Treshod2002 | Teeshod3cDz |
Tempetature threshold I
Theeshokd 2humidty | Theshod 3hwmidiy | Ventlstionhumidty | Scenes humidty
VenilaonCD2 | ScenesCOZ | Thiesholds bumidly | Threshold 1 humidity
Telegram type for thieshold 1 humidity | itchi :“
If threshold 1 humidity is exceeded [send following telegram once |
Telegram | switch on =]
I threshold 1 brmidity i Imdfoﬂnuiuulnnwnwu ;l]
Telegram [ switch off =
mmu—m1hﬁa’ J veay 50 win =]

Behaviour when setting the lock

[0k |  cancet |  Detaur Info Low Access | Help
Theshod2humily | Thieshold Shumidity | Ventlstonhumidly | Sceneshumdty |
VerlahonCD2 | ScenesC02 | Thuesholdshumdly | Thieshold 1 humidity

Messuedvaies |  ThesholdCDZ |  Treshod1C02 |  Treshod2C0Z |  Treshokd 3C02
Temperature threshold

Temperature Threshold [15¢c ~]
LEETERD o€ |
Telearam type for temp t [switching =]
u B | send following telegram once |
Telegram Iwizch on :ﬂ

. e
Telegram [switeh oft ~]
mlﬂrMUw [evu,SEl ey :I]
Behaviour when setting the lock |WO lock :ﬂ

[ox ] cancel Detault | Info Low Access | Help |
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